URBAN STANDARD SPECIFICATIONS for PUBLIC IMPROVEMENT MANUAL
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CURB OPENING DETAILS

REINFORCING SCHEDULE
MARK |SIZE | LENGTH NUMBER SPACING

a 4 8'-6" 2 SEE DETAIL

b 4 8'-6" 3 SEE DETAILL

c | 5 8'-6" 1 SEE DETAIL

d 4 3|_4|| 7 1|_1||

e 4 1-2" 15 6" NOTE: ALL REINFORCING STEEL SHALL

f 4 8|_6|| 4 12“ BE PLACED 1'1/2“ CLEAR OF

CONCRETE SURFACES.

g 4 3I_9II 8 12“

h | 2 [@1a-6" 2 SEE DETAL (D 174" LESS FOR 18" INSERT

j | 4 [@u-p 2 SEE DETAL (@ 2'LONGER WHEN USING 17'BOXOUT

k 4 3'-Q" 2 12" .

12" BELOW CONST.JT.

m | 5 |VARIABLE 6 SEE DETAIL

n S 3'-0" 2 4" BENT AS SHOWN

P S 8'-6" | VARI, MAX 7 6"

r S | VARIABLE 6 12"
GENERAL NOTES:
STORM SEWER PIPE SHALL BE INSTALLED BEFORE INTAKE SIDEWALL
CONSTRUCTION IS STARTED. SIDEWALLS SHALL BE CONSTRUCTED AS
INDICATED WITH OPENINGS FOR STORM SEWER SMOOTHLY SHAPED AND NO
INLET PIPES PROJECTING UNNECESSARILY INTO WELL. OUTLET PIPES
SHALL NOT PROJECT BEYOND FACE OF SIDEWALL.
ANY TRANSVERSE PAVEMENT JOINTS SHALL STOP AT EDGE OF INSERT AREA.
JOINT LOCATIONS SHALL BE AS INDICATED HEREON, EXCEPT WHERE
SPECIFICALLY MOFIFIED BY OTHER PLAN DRAWINGS OR BY THE ENGINEER.
"C" JOINT AT END OF INSERT SHALL EXTENDED THROUGH TO AN OPPOSITE
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